AN THIRD FLOOR - MECHANICAL
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KEYED NOTES
|:| FLOOR/CEILING MOUNTED DIFFUSERS, 4"XIO"
R/A RETURN AIR GRILL MOUNTED HIGH ON WALL UNLESS OTHERWISE NOTED
:::::: 6" ® DUCT FROM FURNACE TO DIFFUSERS
O FLOOR DRAIN
Fl, F2, F3 FURNACES BY ARMSTRONG, #Ad5UGIDIIDC20A
Cl, ¢2,¢3 CONDENSING UNITS BY ARMSTRONG, #ECIP62CE
Ui, U2, CU3 [COILS BY ARMSTRONG, #4SCUI4LEI6OP OLSEN + ASSOCIATES
0 P-TRAP IN WALL FOR AHU CONDENSATE LINE Architecture = Development = Planning
GENERAL NOTE: HVAC DIFFUSERS ARE FLOOR MOUNTED ON THE MAIN 90) VLAGE CESEE BLAGE o VILAGE AT TiE CROEGG
ENTRY FLOOR. HVAC DIFFUSERS ARE CEILING MOUNTED OVER THE ~— CHAMPAIGN 0 LLINOIS o 61822 o 217-369-3463
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BASEMENT LEVEL, AND OVER FLOORS TWO AND THREE




